
CustomerID ProjectID ReceiveDate CollectTime CollectDate Collector SampleNumber Text Location
WASA DC4 4/4/2016 10:50 4/4/2016 dvc 1604011-002 TCR 1H-21
WASA DC4 4/4/2016 11:15 4/4/2016 dvc 1604011-003 TCR 1H-6
WASA DC4 4/4/2016 12:55 4/4/2016 dvc 1604011-004 TCR 2H-26
WASA DC4 4/4/2016 13:25 4/4/2016 dvc 1604011-005 TCR 3H-18
WASA DC4 4/4/2016 8:25 4/4/2016 dvc 1604011-006 TCR A1H-4
WASA DC4 4/4/2016 9:20 4/4/2016 dvc 1604011-007 TCR A2H-1
WASA DC4 4/4/2016 8:55 4/4/2016 dvc 1604011-008 TCR L-13
WASA DC4 4/4/2016 12:10 4/4/2016 dvc 1604011-009 TCR L-6
WASA DC4 4/4/2016 11:40 4/4/2016 dvc 1604011-010 TCR L-22
WASA DC4 4/4/2016 9:45 4/4/2016 dvc 1604011-011 TCR A2H-3
WASA DC4 4/4/2016 10:20 4/4/2016 dvc 1604011-012 TCR 1H-9
WASA DC3 4/4/2016 10:45 4/4/2016 ic 1604017-002 TCR 1H-16
WASA DC3 4/4/2016 11:15 4/4/2016 ic 1604017-003 TCR 1H-19
WASA DC3 4/4/2016 12:30 4/4/2016 ic 1604017-004 TCR 3H-17
WASA DC3 4/4/2016 13:45 4/4/2016 ic 1604017-005 TCR 2H-5
WASA DC3 4/4/2016 9:30 4/4/2016 ic 1604017-006 TCR A1H-14
WASA DC3 4/4/2016 10:10 4/4/2016 ic 1604017-007 TCR A2H-5
WASA DC3 4/4/2016 9:00 4/4/2016 ic 1604017-008 TCR L-23
WASA DC3 4/4/2016 14:10 4/4/2016 ic 1604017-009 TCR 2H-2
WASA DC1 4/4/2016 11:45 4/4/2016 HB 1604018-002 TCR 1H-13
WASA DC1 4/4/2016 12:40 4/4/2016 HB 1604018-003 TCR 1H-14
WASA DC1 4/4/2016 13:15 4/4/2016 HB 1604018-004 TCR 2H-6
WASA DC1 4/4/2016 12:10 4/4/2016 HB 1604018-005 TCR 2H-7
WASA DC1 4/4/2016 10:55 4/4/2016 HB 1604018-006 TCR 2H-21
WASA DC1 4/4/2016 10:10 4/4/2016 HB 1604018-007 TCR 4H-2
WASA DC5 4/5/2016 11:40 4/5/2016 HB 1604026-002 TCR 1H-18
WASA DC5 4/5/2016 10:35 4/5/2016 HB 1604026-003 TCR 2H-3
WASA DC5 4/5/2016 9:45 4/5/2016 HB 1604026-004 TCR 3H-2
WASA DC5 4/5/2016 9:15 4/5/2016 HB 1604026-005 TCR 4H-7
WASA DC5 4/5/2016 12:10 4/5/2016 HB 1604026-006 TCR L-25
WASA DC5 4/5/2016 12:50 4/5/2016 HB 1604026-007 TCR L-9
WASA DC6 4/5/2016 13:09 4/5/2016 BS 1604027-002 TCR 1H-22
WASA DC6 4/5/2016 12:43 4/5/2016 BS 1604027-003 TCR 1H-4
WASA DC6 4/5/2016 9:06 4/5/2016 BS 1604027-004 TCR 3H-16
WASA DC6 4/5/2016 8:26 4/5/2016 BS 1604027-005 TCR 4H-4
WASA DC6 4/5/2016 13:47 4/5/2016 BS 1604027-006 TCR 3H-4
WASA DC6 4/5/2016 10:35 4/5/2016 BS 1604027-007 TCR A1H-8
WASA DC6 4/5/2016 11:55 4/5/2016 BS 1604027-008 TCR A1H-13
WASA DC6 4/5/2016 11:08 4/5/2016 BS 1604027-009 TCR A2H-4
WASA DC6 4/5/2016 10:07 4/5/2016 BS 1604027-010 TCR L-12
WASA DC2 4/6/2016 12:20 4/6/2016 cw 1604037-002 TCR 2H-24
WASA DC2 4/6/2016 11:15 4/6/2016 cw 1604037-003 TCR A1H-3
WASA DC2 4/6/2016 9:00 4/6/2016 cw 1604037-004 TCR L-4
WASA DC2 4/6/2016 9:40 4/6/2016 cw 1604037-005 TCR L-7



WASA DC2 4/6/2016 10:15 4/6/2016 cw 1604037-006 TCR L-8
WASA DC1 4/6/2016 12:00 4/6/2016 LS 1604040-002 TCR 1H-13
WASA DC1 4/6/2016 12:29 4/6/2016 LS 1604040-003 TCR 1H-14
WASA DC1 4/6/2016 13:18 4/6/2016 LS 1604040-004 TCR 2H-6
WASA DC1 4/6/2016 12:18 4/6/2016 LS 1604040-005 TCR 2H-7
WASA DC1 4/6/2016 9:15 4/6/2016 LS 1604040-006 TCR 2H-21
WASA DC1 4/6/2016 8:11 4/6/2016 LS 1604040-007 TCR 4H-2
WASA DC1 4/6/2016 9:53 4/6/2016 LS 1604040-008 TCR A1H-5
WASA DC1 4/6/2016 10:51 4/6/2016 LS 1604040-009 TCR L-11
WASA DC3 4/7/2016 13:04 4/7/2016 lgallimore 1604050-002 TCR 1H-16
WASA DC3 4/7/2016 12:37 4/7/2016 lgallimore 1604050-003 TCR 1H-19
WASA DC3 4/7/2016 12:16 4/7/2016 lgallimore 1604050-004 TCR 2H-23
WASA DC3 4/7/2016 11:44 4/7/2016 lgallimore 1604050-005 TCR 3H-17
WASA DC3 4/7/2016 11:19 4/7/2016 lgallimore 1604050-006 TCR 2H-17
WASA DC3 4/7/2016 14:00 4/7/2016 lgallimore 1604050-007 TCR A1H-14
WASA DC3 4/7/2016 13:37 4/7/2016 lgallimore 1604050-008 TCR L-23
WASA DC3 4/7/2016 14:43 4/7/2016 lgallimore 1604050-009 TCR 2H-2
WASA DC4 4/11/2016 10:19 4/11/2016 LS 1604070-002 TCR 1H-21
WASA DC4 4/11/2016 9:55 4/11/2016 LS 1604070-003 TCR 1H-6
WASA DC4 4/11/2016 13:54 4/11/2016 LS 1604070-004 TCR 3H-18
WASA DC4 4/11/2016 12:30 4/11/2016 LS 1604070-005 TCR A1H-4
WASA DC4 4/11/2016 12:51 4/11/2016 LS 1604070-006 TCR L-13
WASA DC4 4/11/2016 8:44 4/11/2016 LS 1604070-007 TCR L-6
WASA DC4 4/11/2016 9:12 4/11/2016 LS 1604070-008 TCR L-22
WASA DC4 4/11/2016 13:21 4/11/2016 LS 1604070-009 TCR A2H-3
WASA DC4 1/0/1900 11:21 4/11/2016 LS 1604070-010 TCR 1H-9
WASA DC1 4/12/2016 9:23 4/12/2016 BS 1604079-002 TCR 1H-13
WASA DC1 4/12/2016 11:25 4/12/2016 BS 1604079-003 TCR 1H-14
WASA DC1 4/12/2016 11:48 4/12/2016 BS 1604079-004 TCR 2H-6
WASA DC1 4/12/2016 11:05 4/12/2016 BS 1604079-005 TCR 2H-7
WASA DC1 4/12/2016 8:42 4/12/2016 BS 1604079-006 TCR 2H-21
WASA DC1 4/12/2016 12:20 4/12/2016 BS 1604079-007 TCR 3H-13
WASA DC1 4/12/2016 13:03 4/12/2016 BS 1604079-008 TCR 4H-2
WASA DC1 4/12/2016 10:07 4/12/2016 BS 1604079-009 TCR A1H-5
WASA DC1 4/12/2016 10:30 4/12/2016 BS 1604079-010 TCR L-11
WASA DC2 4/12/2016 13:35 4/12/2016 dvc 1604080-002 TCR 1H-1
WASA DC2 4/12/2016 8:10 4/12/2016 dvc 1604080-003 TCR 2H-24
WASA DC2 4/12/2016 11:30 4/12/2016 dvc 1604080-004 TCR A1H-3
WASA DC2 4/12/2016 8:55 4/12/2016 dvc 1604080-005 TCR L-4
WASA DC2 4/12/2016 10:45 4/12/2016 dvc 1604080-006 TCR L-7
WASA DC2 4/12/2016 9:45 4/12/2016 dvc 1604080-007 TCR L-8
WASA DC5 4/12/2016 13:38 4/12/2016 LDB 1604081-002 TCR 2H-20
WASA DC5 4/12/2016 13:10 4/12/2016 LDB 1604081-003 TCR 2H-3
WASA DC5 4/12/2016 13:57 4/12/2016 LDB 1604081-004 TCR 3H-2
WASA DC5 4/12/2016 14:20 4/12/2016 LDB 1604081-005 TCR 4H-7



WASA DC5 4/12/2016 12:30 4/12/2016 LDB 1604081-006 TCR L-24
WASA DC6 4/12/2016 9:10 4/12/2016 HB 1604082-002 TCR 4H-4
WASA DC6 4/12/2016 10:30 4/12/2016 HB 1604082-003 TCR A1H-8
WASA DC6 4/12/2016 11:10 4/12/2016 HB 1604082-004 TCR A1H-13
WASA DC6 4/12/2016 13:35 4/12/2016 HB 1604082-005 TCR L-1
WASA DC6 4/12/2016 12:00 4/12/2016 HB 1604082-006 TCR L-12
WASA DC6 4/12/2016 12:35 4/12/2016 HB 1604082-007 TCR L-20
WASA DC3 4/13/2016 11:30 4/13/2016 cw 1604087-002 TCR 2H-17
WASA DC3 4/13/2016 11:00 4/13/2016 cw 1604087-003 TCR 2H-5
WASA DC3 4/13/2016 9:20 4/13/2016 cw 1604087-004 TCR A1H-14
WASA DC3 4/13/2016 10:00 4/13/2016 cw 1604087-005 TCR A2H-5
WASA DC3 4/13/2016 8:50 4/13/2016 cw 1604087-006 TCR L-23
WASA DC4 4/13/2016 10:45 4/13/2016 dvc 1604094-002 TCR 1H-21
WASA DC4 4/13/2016 12:15 4/13/2016 dvc 1604094-003 TCR 2H-26
WASA DC4 4/13/2016 12:55 4/13/2016 dvc 1604094-004 TCR 3H-18
WASA DC4 4/13/2016 8:25 4/13/2016 dvc 1604094-005 TCR A1H-4
WASA DC4 4/13/2016 9:20 4/13/2016 dvc 1604094-006 TCR A2H-1
WASA DC4 4/13/2016 8:55 4/13/2016 dvc 1604094-007 TCR L-13
WASA DC4 4/13/2016 11:40 4/13/2016 dvc 1604094-008 TCR L-6
WASA DC4 4/13/2016 11:10 4/13/2016 dvc 1604094-009 TCR L-22
WASA DC4 4/13/2016 9:45 4/13/2016 dvc 1604094-010 TCR A2H-3
WASA DC4 4/13/2016 10:15 4/13/2016 dvc 1604094-011 TCR 1H-9
WASA DC VOCs 4/13/2016 12:56 4/13/2016 BS 1604095-002 TCR 1H-10
WASA DC VOCs 4/13/2016 11:14 4/13/2016 BS 1604095-006 TCR A1H-8
WASA DC VOCs 4/13/2016 10:38 4/13/2016 BS 1604095-009 TCR L-12
WASA DC5 4/14/2016 13:28 4/14/2016 lgallimore 1604106-002 TCR 1H-10
WASA DC5 4/14/2016 12:18 4/14/2016 lgallimore 1604106-003 TCR 1H-18
WASA DC5 4/14/2016 11:47 4/14/2016 lgallimore 1604106-004 TCR 2H-20
WASA DC5 4/14/2016 11:24 4/14/2016 lgallimore 1604106-005 TCR 2H-3
WASA DC5 4/14/2016 10:27 4/14/2016 lgallimore 1604106-006 TCR 3H-2
WASA DC5 4/14/2016 10:51 4/14/2016 lgallimore 1604106-007 TCR 4H-7
WASA DC5 4/14/2016 14:10 4/14/2016 lgallimore 1604106-008 TCR L-24
WASA DC5 4/14/2016 13:09 4/14/2016 lgallimore 1604106-009 TCR L-25
WASA DC5 4/14/2016 12:44 4/14/2016 lgallimore 1604106-010 TCR L-9
WASA DC6 4/18/2016 9:00 4/18/2016 cw 1604122-002 TCR 1H-22
WASA DC6 4/18/2016 9:40 4/18/2016 cw 1604122-003 TCR 1H-4
WASA DC6 4/18/2016 8:10 4/18/2016 cw 1604122-004 TCR 3H-16
WASA DC6 4/18/2016 12:30 4/18/2016 cw 1604122-005 TCR 3H-4
WASA DC6 4/18/2016 11:30 4/18/2016 cw 1604122-006 TCR A2H-4
WASA DC6 4/18/2016 10:20 4/18/2016 cw 1604122-007 TCR L-1
WASA DC6 4/18/2016 10:50 4/18/2016 cw 1604122-008 TCR L-20
WASA DC2 4/18/2016 13:20 4/18/2016 dvc 1604123-002 TCR 1H-1
WASA DC2 4/18/2016 8:55 4/18/2016 dvc 1604123-003 TCR 2H-24
WASA DC2 4/18/2016 8:10 4/18/2016 dvc 1604123-004 TCR 3H-11
WASA DC2 4/18/2016 11:00 4/18/2016 dvc 1604123-005 TCR A1H-3



WASA DC2 4/18/2016 12:00 4/18/2016 dvc 1604123-006 TCR L-21
WASA DC2 4/18/2016 8:40 4/18/2016 dvc 1604123-007 TCR L-4
WASA DC2 4/18/2016 10:30 4/18/2016 dvc 1604123-008 TCR L-7
WASA DC2 4/18/2016 10:05 4/18/2016 dvc 1604123-009 TCR L-8
WASA DC1 4/18/2016 12:20 4/18/2016 HB 1604128-002 TCR 1H-14
WASA DC1 4/18/2016 11:15 4/18/2016 HB 1604128-003 TCR 2H-6
WASA DC1 4/18/2016 11:45 4/18/2016 HB 1604128-004 TCR 2H-7
WASA DC1 4/18/2016 10:35 4/18/2016 HB 1604128-005 TCR 2H-21
WASA DC1 4/18/2016 13:45 4/18/2016 HB 1604128-006 TCR 3H-14
WASA DC1 4/18/2016 9:45 4/18/2016 HB 1604128-007 TCR 4H-2
WASA DC6 4/19/2016 13:20 4/19/2016 HB 1604134-002 TCR 1H-22
WASA DC6 4/19/2016 12:40 4/19/2016 HB 1604134-003 TCR 1H-4
WASA DC6 4/19/2016 10:00 4/19/2016 HB 1604134-004 TCR 3H-16
WASA DC6 4/19/2016 9:15 4/19/2016 HB 1604134-005 TCR 4H-4
WASA DC6 4/19/2016 11:50 4/19/2016 HB 1604134-006 TCR L-1
WASA DC6 4/19/2016 10:45 4/19/2016 HB 1604134-007 TCR L-20
WASA DC5 4/19/2016 13:09 4/19/2016 LS 1604135-002 TCR 1H-10
WASA DC5 4/19/2016 9:05 4/19/2016 LS 1604135-003 TCR 1H-18
WASA DC5 4/19/2016 9:00 4/19/2016 LS 1604135-004 TCR 2H-20
WASA DC5 4/19/2016 10:10 4/19/2016 LS 1604135-005 TCR 2H-3
WASA DC5 4/19/2016 8:41 4/19/2016 LS 1604135-006 TCR 3H-2
WASA DC5 4/19/2016 8:11 4/19/2016 LS 1604135-007 TCR 4H-7
WASA DC5 4/19/2016 12:08 4/19/2016 LS 1604135-008 TCR L-24
WASA DC5 4/19/2016 12:50 4/19/2016 LS 1604135-009 TCR L-25
WASA DC5 4/19/2016 13:39 4/19/2016 LS 1604135-010 TCR L-9
WASA DC4 4/19/2016 10:52 4/19/2016 BS 1604136-002 TCR 1H-21
WASA DC4 4/19/2016 13:54 4/19/2016 BS 1604136-003 TCR 2H-26
WASA DC4 4/19/2016 8:20 4/19/2016 BS 1604136-004 TCR 3H-18
WASA DC4 4/19/2016 12:10 4/19/2016 BS 1604136-005 TCR A2H-1
WASA DC4 4/19/2016 11:47 4/19/2016 BS 1604136-006 TCR L-13
WASA DC4 4/19/2016 13:07 4/19/2016 BS 1604136-007 TCR L-6
WASA DC4 4/19/2016 10:25 4/19/2016 BS 1604136-008 TCR L-22
WASA DC4 4/19/2016 12:30 4/19/2016 BS 1604136-009 TCR A2H-3
WASA DC4 4/19/2016 9:43 4/19/2016 BS 1604136-010 TCR 1H-9
WASA DC3 4/19/2016 10:30 4/19/2016 ic 1604137-002 TCR 1H-16
WASA DC3 4/19/2016 11:00 4/19/2016 ic 1604137-003 TCR 1H-19
WASA DC3 4/19/2016 11:45 4/19/2016 ic 1604137-004 TCR 2H-23
WASA DC3 4/19/2016 13:45 4/19/2016 ic 1604137-005 TCR 2H-5
WASA DC3 4/19/2016 9:15 4/19/2016 ic 1604137-006 TCR A1H-14
WASA DC3 4/19/2016 10:00 4/19/2016 ic 1604137-007 TCR A2H-5
WASA DC3 4/19/2016 8:45 4/19/2016 ic 1604137-008 TCR L-23
WASA DC3 4/19/2016 14:30 4/19/2016 ic 1604137-009 TCR 2H-2
WASA DC1 4/20/2016 12:08 4/20/2016 lgallimore 1604147-002 TCR 1H-13
WASA DC1 4/20/2016 11:26 4/20/2016 lgallimore 1604147-003 TCR 1H-14
WASA DC1 4/20/2016 11:05 4/20/2016 lgallimore 1604147-004 TCR 2H-6



WASA DC1 4/20/2016 11:48 4/20/2016 lgallimore 1604147-005 TCR 2H-7
WASA DC1 4/20/2016 13:30 4/20/2016 lgallimore 1604147-006 TCR 2H-21
WASA DC1 4/20/2016 14:05 4/20/2016 lgallimore 1604147-007 TCR 4H-2
WASA DC1 4/20/2016 12:55 4/20/2016 lgallimore 1604147-008 TCR A1H-5
WASA DC1 4/20/2016 12:30 4/20/2016 lgallimore 1604147-009 TCR L-11
WASA DC2 4/20/2016 10:00 4/20/2016 ic 1604150-002 TCR A1H-3
WASA DC2 4/20/2016 9:00 4/20/2016 ic 1604150-003 TCR L-4
WASA DC2 4/20/2016 12:00 4/20/2016 ic 1604150-004 TCR L-3
WASA DC2 4/20/2016 11:00 4/20/2016 ic 1604150-005 TCR L-8
WASA DC3 4/20/2016 11:30 4/20/2016 dvc 1604151-002 TCR 1H-16
WASA DC3 4/20/2016 12:00 4/20/2016 dvc 1604151-003 TCR 2H-23
WASA DC3 4/20/2016 12:30 4/20/2016 dvc 1604151-004 TCR 3H-17
WASA DC3 4/20/2016 13:00 4/20/2016 dvc 1604151-005 TCR 2H-17
WASA DC3 4/20/2016 8:00 4/20/2016 dvc 1604151-006 TCR 2H-5
WASA DC3 4/20/2016 10:15 4/20/2016 dvc 1604151-007 TCR A1H-14
WASA DC3 4/20/2016 11:00 4/20/2016 dvc 1604151-008 TCR A2H-5
WASA DC3 4/20/2016 9:45 4/20/2016 dvc 1604151-009 TCR L-23
WASA DC2 4/25/2016 9:50 4/25/2016 HB 1604178-002 TCR 3H-11
WASA DC2 4/25/2016 11:30 4/25/2016 HB 1604178-003 TCR L-21
WASA DC2 4/25/2016 13:20 4/25/2016 HB 1604178-004 TCR L-3
WASA DC2 4/25/2016 12:20 4/25/2016 HB 1604178-005 TCR L-7
WASA DC2 4/25/2016 12:45 4/25/2016 HB 1604178-006 TCR L-8
WASA DC3 4/26/2016 11:00 4/26/2016 dvc 1604186-002 TCR 1H-19
WASA DC3 4/26/2016 12:05 4/26/2016 dvc 1604186-003 TCR 3H-17
WASA DC3 4/26/2016 12:35 4/26/2016 dvc 1604186-004 TCR 2H-17
WASA DC3 4/26/2016 8:25 4/26/2016 dvc 1604186-005 TCR 2H-5
WASA DC3 4/26/2016 10:00 4/26/2016 dvc 1604186-006 TCR A1H-14
WASA DC3 4/26/2016 10:30 4/26/2016 dvc 1604186-007 TCR A2H-5
WASA DC3 4/26/2016 9:30 4/26/2016 dvc 1604186-008 TCR L-23
WASA DC3 4/26/2016 13:05 4/26/2016 dvc 1604186-009 TCR 2H-2
WASA DC5 4/26/2016 11:43 4/26/2016 BS 1604188-002 TCR 1H-10
WASA DC5 4/26/2016 12:48 4/26/2016 BS 1604188-003 TCR 1H-18
WASA DC5 4/26/2016 13:36 4/26/2016 BS 1604188-004 TCR 2H-20
WASA DC5 4/26/2016 13:18 4/26/2016 BS 1604188-005 TCR 2H-3
WASA DC5 4/26/2016 8:13 4/26/2016 BS 1604188-006 TCR 3H-2
WASA DC5 4/26/2016 8:43 4/26/2016 BS 1604188-007 TCR 4H-7
WASA DC5 4/26/2016 9:56 4/26/2016 BS 1604188-008 TCR L-24
WASA DC5 4/26/2016 10:42 4/26/2016 BS 1604188-009 TCR A1H-11
WASA DC5 4/26/2016 12:15 4/26/2016 BS 1604188-010 TCR L-25
WASA DC5 4/26/2016 11:20 4/26/2016 BS 1604188-011 TCR L-9
WASA DC1 4/26/2016 9:45 4/26/2016 ic 1604189-002 TCR 1H-13
WASA DC1 4/26/2016 10:15 4/26/2016 ic 1604189-003 TCR 1H-14
WASA DC1 4/26/2016 11:30 4/26/2016 ic 1604189-004 TCR 2H-6
WASA DC1 4/26/2016 10:45 4/26/2016 ic 1604189-005 TCR 2H-7
WASA DC1 4/26/2016 12:15 4/26/2016 ic 1604189-006 TCR 2H-21



WASA DC1 4/26/2016 13:00 4/26/2016 ic 1604189-007 TCR 3H-13
WASA DC1 4/26/2016 14:00 4/26/2016 ic 1604189-008 TCR 4H-2
WASA DC1 4/26/2016 8:30 4/26/2016 ic 1604189-009 TCR A1H-5
WASA DC1 4/26/2016 9:00 4/26/2016 ic 1604189-010 TCR L-11
WASA DC6 4/26/2016 13:20 4/26/2016 HB 1604190-002 TCR 1H-4
WASA DC6 4/26/2016 9:15 4/26/2016 HB 1604190-003 TCR 4H-4
WASA DC6 4/26/2016 10:10 4/26/2016 HB 1604190-004 TCR 3H-4
WASA DC6 4/26/2016 12:45 4/26/2016 HB 1604190-005 TCR L-1
WASA DC6 4/26/2016 11:35 4/26/2016 HB 1604190-006 TCR L-20
WASA DC2 4/27/2016 13:30 4/27/2016 dvc 1604200-002 TCR 2H-24
WASA DC2 4/27/2016 12:55 4/27/2016 dvc 1604200-003 TCR 3H-11
WASA DC2 4/27/2016 11:20 4/27/2016 dvc 1604200-004 TCR A1H-3
WASA DC2 4/27/2016 8:45 4/27/2016 dvc 1604200-005 TCR L-4
WASA DC2 4/27/2016 10:45 4/27/2016 dvc 1604200-006 TCR L-7
WASA DC2 4/27/2016 9:45 4/27/2016 dvc 1604200-007 TCR L-8
WASA DC5 4/27/2016 11:30 4/27/2016 HB 1604201-002 TCR 2H-20
WASA DC5 4/27/2016 10:50 4/27/2016 HB 1604201-003 TCR 2H-3
WASA DC5 4/27/2016 10:00 4/27/2016 HB 1604201-004 TCR 3H-2
WASA DC5 4/27/2016 9:10 4/27/2016 HB 1604201-005 TCR 4H-7
WASA DC5 4/27/2016 13:15 4/27/2016 HB 1604201-006 TCR A1H-11
WASA DC4 4/27/2016 9:45 4/27/2016 ic 1604202-002 TCR 1H-21
WASA DC4 4/27/2016 10:15 4/27/2016 ic 1604202-003 TCR 1H-6
WASA DC4 4/27/2016 14:10 4/27/2016 ic 1604202-004 TCR 3H-18
WASA DC4 4/27/2016 11:30 4/27/2016 ic 1604202-005 TCR A1H-4
WASA DC4 4/27/2016 13:00 4/27/2016 ic 1604202-006 TCR A2H-1
WASA DC4 4/27/2016 14:00 4/27/2016 ic 1604202-007 TCR L-13
WASA DC4 4/27/2016 11:15 4/27/2016 ic 1604202-008 TCR L-6
WASA DC4 4/27/2016 10:45 4/27/2016 ic 1604202-009 TCR L-22
WASA DC4 4/27/2016 13:30 4/27/2016 ic 1604202-010 TCR A2H-3



Site Param Method Result Units
FH #7, 414 8th St SE pH COMP 7.84 pH
Exxon Gas Station, 339 Pennsylvania Ave SE pH COMP 7.84 pH
Sherwin Williams Paints, 1805 Wisconsin Ave NW pH COMP 7.76 pH
CVS Pharmacy, 4851 Massachusetts Ave NW pH COMP 7.80 pH
FH #19, 2813 Pennsylvania Ave SE pH COMP 7.82 pH
BP Gas Station, 2801 Alabama Ave SE pH COMP 7.83 pH
FH #15, 2101 14th St SE pH COMP 7.82 pH
Amidon Elementary School, 401 Eye St SW pH COMP 7.82 pH
Subway Restaurant, 406 1st St SE pH COMP 7.84 pH
Eddie Leonard Laundromat, 2107 Alabama Ave SE pH COMP 7.80 pH
Eastern High School, 1700 East Capitol St NE pH COMP 7.80 pH
Prego Italian Deli, 210 7th St SE pH COMP 7.74 pH
Ouley Hair Gallery, 1813 West Virginia Ave NE pH COMP 7.76 pH
Home Care Medical Supplies, 5002 1st St NW pH COMP 7.75 pH
Dedicated Sampler, 3104 Georgia Ave NW pH COMP 7.81 pH
7-Eleven, 4443 Benning Rd NE pH COMP 7.65 pH
DC Dept of Human Services, 3851 Alabama Ave SE pH COMP 7.71 pH
McDonalds, 1635 Benning Rd NE pH COMP 7.69 pH
FH #29, 4811 MacArthur Blvd NW pH COMP 7.77 pH
McDonalds, 2228 New York Ave NE pH COMP 7.76 pH
FH #12, 2225 5th St. NE pH COMP 7.78 pH
FH #17, 1227 Monroe St NE pH COMP 7.77 pH
FH #26 & #15, 1340 Rhode Island Ave NE pH COMP 7.78 pH
McDonalds, 4950 South Dakota Ave NE pH COMP 7.74 pH
McDonalds, 7425 Georgia Ave NW pH COMP 7.79 pH
Bread for the City, 1525 7th St NW pH COMP 7.76 pH
Golden Scissors, 3062 Mt. Pleasant St NW pH COMP 7.74 pH
FH #31, 4930 Connecticut Ave NW pH COMP 7.72 pH
Magruders Grocery, 5626 Connecticut Ave NW pH COMP 7.78 pH
CVS Pharmacy, 645 H St NE pH COMP 7.71 pH
Bureau of Labor Statistics, 2 Massachusetts Ave NE pH COMP 7.73 pH
FH #1, 2110 L  St NW pH COMP 7.72 pH
FH #23, 2119 G St NW pH COMP 7.72 pH
Subway Restaurant, 2216 Wisconsin Ave NW pH COMP 7.70 pH
Tenley Minimarket, 4326 Wisconsin Ave NW pH COMP 7.70 pH
FH #22, 5760 Georgia Ave NW pH COMP 7.72 pH
My 3 Sons Barber Shop, 3125 MLK Ave SE pH COMP 7.71 pH
DC Dept of Human Services, 4001 S. Capitol St SW pH COMP 7.70 pH
Robert Walls Senior Citizen Ctr, 4339 Bowen Rd SE pH COMP 7.72 pH
Blue Plains Waste Water Trtmt, 5000 Overlook Av SW pH COMP 7.72 pH
Starbucks, 5185 MacArthur Blvd NW pH COMP 7.79 pH
Excel Public Charter School, 2501 MLK Ave SE pH COMP 7.76 pH
Harbor Police Station, 550 Water St SW pH COMP 7.79 pH
South West Health Center, 850 Delaware Ave SW pH COMP 7.75 pH



DC Fire & Emergency Medical Services, 1103 Half ST pH COMP 7.76 pH
McDonalds, 2228 New York Ave NE pH COMP 7.74 pH
FH #12, 2225 5th St. NE pH COMP 7.79 pH
FH #17, 1227 Monroe St NE pH COMP 7.78 pH
FH #26 & #15, 1340 Rhode Island Ave NE pH COMP 7.75 pH
McDonalds, 4950 South Dakota Ave NE pH COMP 7.76 pH
McDonalds, 7425 Georgia Ave NW pH COMP 7.79 pH
BP Gas Station, 5207 Nannie Helen Burroughs Ave NE pH COMP 7.65 pH
FH #27, 4201 Minnesota Ave NE pH COMP 7.80 pH
Prego Italian Deli, 210 7th St SE pH COMP 7.75 pH
Ouley Hair Gallery, 1813 West Virginia Ave NE pH COMP 7.76 pH
DC Dragons Martial Arts, 1731 Rhode Island Ave NE pH COMP 7.74 pH
Home Care Medical Supplies, 5002 1st St NW pH COMP 7.79 pH
Sharper Image Barber Shop, 5115 Georgia Ave NW pH COMP 7.77 pH
7-Eleven, 4443 Benning Rd NE pH COMP 7.75 pH
McDonalds, 1635 Benning Rd NE pH COMP 7.73 pH
FH #29, 4811 MacArthur Blvd NW pH COMP 7.75 pH
FH #7, 414 8th St SE pH COMP 7.68 pH
Exxon Gas Station, 339 Pennsylvania Ave SE pH COMP 7.77 pH
CVS Pharmacy, 4851 Massachusetts Ave NW pH COMP 7.80 pH
FH #19, 2813 Pennsylvania Ave SE pH COMP 7.78 pH
FH #15, 2101 14th St SE pH COMP 7.65 pH
Amidon Elementary School, 401 Eye St SW pH COMP 7.79 pH
Subway Restaurant, 406 1st St SE pH COMP 7.59 pH
Eddie Leonard Laundromat, 2107 Alabama Ave SE pH COMP 7.75 pH
Eastern High School, 1700 East Capitol St NE pH COMP 7.79 pH
McDonalds, 2228 New York Ave NE pH COMP 7.58 pH
FH #12, 2225 5th St. NE pH COMP 7.51 pH
FH #17, 1227 Monroe St NE pH COMP 7.54 pH
FH #26 & #15, 1340 Rhode Island Ave NE pH COMP 7.53 pH
McDonalds, 4950 South Dakota Ave NE pH COMP 7.58 pH
Midtown Barbershop, 120 Kennedy St NW pH COMP 7.51 pH
McDonalds, 7425 Georgia Ave NW pH COMP 7.57 pH
BP Gas Station, 5207 Nannie Helen Burroughs Ave NE pH COMP 7.58 pH
FH #27, 4201 Minnesota Ave NE pH COMP 7.56 pH
FH #9, 1617 U St NW pH COMP 7.88 pH
Starbucks, 5185 MacArthur Blvd NW pH COMP 7.82 pH
Excel Public Charter School, 2501 MLK Ave SE pH COMP 7.84 pH
Harbor Police Station, 550 Water St SW pH COMP 7.88 pH
South West Health Center, 850 Delaware Ave SW pH COMP 7.79 pH
DC Fire & Emergency Medical Services, 1103 Half ST pH COMP 7.88 pH
FH #21, 1763 Lanier Pl NW pH COMP 7.60 pH
Golden Scissors, 3062 Mt. Pleasant St NW pH COMP 7.62 pH
FH #31, 4930 Connecticut Ave NW pH COMP 7.65 pH
Magruders Grocery, 5626 Connecticut Ave NW pH COMP 7.58 pH



National Archives Museum,700 Penn Ave NW pH COMP 7.67 pH
Tenley Minimarket, 4326 Wisconsin Ave NW pH COMP 7.67 pH
My 3 Sons Barber Shop, 3125 MLK Ave SE pH COMP 7.73 pH
DC Dept of Human Services, 4001 S. Capitol St SW pH COMP 7.72 pH
Dept. of Interior, 1951 Constitution Ave NW pH COMP 7.78 pH
Blue Plains Waste Water Trtmt, 5000 Overlook Av SW pH COMP 7.78 pH
Subway Restaurant, 525 School St SW pH COMP 7.75 pH
Sharper Image Barber Shop, 5115 Georgia Ave NW pH COMP 7.77 pH
Dedicated Sampler, 3104 Georgia Ave NW pH COMP 7.78 pH
7-Eleven, 4443 Benning Rd NE pH COMP 7.77 pH
DC Dept of Human Services, 3851 Alabama Ave SE pH COMP 7.79 pH
McDonalds, 1635 Benning Rd NE pH COMP 7.76 pH
FH #7, 414 8th St SE pH COMP 7.85 pH
Sherwin Williams Paints, 1805 Wisconsin Ave NW pH COMP 7.88 pH
CVS Pharmacy, 4851 Massachusetts Ave NW pH COMP 7.86 pH
FH #19, 2813 Pennsylvania Ave SE pH COMP 7.83 pH
BP Gas Station, 2801 Alabama Ave SE pH COMP 7.86 pH
FH #15, 2101 14th St SE pH COMP 7.88 pH
Amidon Elementary School, 401 Eye St SW pH COMP 7.80 pH
Subway Restaurant, 406 1st St SE pH COMP 7.85 pH
Eddie Leonard Laundromat, 2107 Alabama Ave SE pH COMP 7.86 pH
Eastern High School, 1700 East Capitol St NE pH COMP 7.83 pH
Anne M. Goding Sch., 900 F St. NE pH COMP 7.71 pH
My 3 Sons Barber Shop, 3125 MLK Ave SE pH COMP 7.61 pH
Blue Plains Waste Water Trtmt, 5000 Overlook Av SW pH COMP 7.67 pH
Anne M. Goding Sch., 900 F St. NE pH COMP 7.76 pH
Bread for the City, 1525 7th St NW pH COMP 7.77 pH
FH #21, 1763 Lanier Pl NW pH COMP 7.79 pH
Golden Scissors, 3062 Mt. Pleasant St NW pH COMP 7.76 pH
FH #31, 4930 Connecticut Ave NW pH COMP 7.79 pH
Magruders Grocery, 5626 Connecticut Ave NW pH COMP 7.75 pH
National Archives Museum,700 Penn Ave NW pH COMP 7.76 pH
CVS Pharmacy, 645 H St NE pH COMP 7.66 pH
Bureau of Labor Statistics, 2 Massachusetts Ave NE pH COMP 7.65 pH
FH #1, 2110 L  St NW pH COMP 7.75 pH
FH #23, 2119 G St NW pH COMP 7.76 pH
Subway Restaurant, 2216 Wisconsin Ave NW pH COMP 7.78 pH
FH #22, 5760 Georgia Ave NW pH COMP 7.79 pH
Robert Walls Senior Citizen Ctr, 4339 Bowen Rd SE pH COMP 7.72 pH
Dept. of Interior, 1951 Constitution Ave NW pH COMP 7.79 pH
Subway Restaurant, 525 School St SW pH COMP 7.77 pH
FH #9, 1617 U St NW pH COMP 7.88 pH
Starbucks, 5185 MacArthur Blvd NW pH COMP 7.88 pH
CVS Pharmacy, 3327 Connecticut Ave NW pH COMP 7.87 pH
Excel Public Charter School, 2501 MLK Ave SE pH COMP 7.77 pH



FH #3, 439 New Jersey Ave NW pH COMP 7.86 pH
Harbor Police Station, 550 Water St SW pH COMP 7.89 pH
South West Health Center, 850 Delaware Ave SW pH COMP 7.87 pH
DC Fire & Emergency Medical Services, 1103 Half ST pH COMP 7.90 pH
FH #12, 2225 5th St. NE pH COMP 7.76 pH
FH #17, 1227 Monroe St NE pH COMP 7.70 pH
FH #26 & #15, 1340 Rhode Island Ave NE pH COMP 7.69 pH
McDonalds, 4950 South Dakota Ave NE pH COMP 7.71 pH
Spicy Delight, 308 Carroll St NW pH COMP 7.75 pH
McDonalds, 7425 Georgia Ave NW pH COMP 7.71 pH
FH #1, 2110 L  St NW pH COMP 7.70 pH
FH #23, 2119 G St NW pH COMP 7.72 pH
Subway Restaurant, 2216 Wisconsin Ave NW pH COMP 7.74 pH
Tenley Minimarket, 4326 Wisconsin Ave NW pH COMP 7.72 pH
Dept. of Interior, 1951 Constitution Ave NW pH COMP 7.78 pH
Subway Restaurant, 525 School St SW pH COMP 7.68 pH
Anne M. Goding Sch., 900 F St. NE pH COMP 7.75 pH
Bread for the City, 1525 7th St NW pH COMP 7.70 pH
FH #21, 1763 Lanier Pl NW pH COMP 7.68 pH
Golden Scissors, 3062 Mt. Pleasant St NW pH COMP 7.69 pH
FH #31, 4930 Connecticut Ave NW pH COMP 7.62 pH
Magruders Grocery, 5626 Connecticut Ave NW pH COMP 7.65 pH
National Archives Museum,700 Penn Ave NW pH COMP 7.71 pH
CVS Pharmacy, 645 H St NE pH COMP 7.65 pH
Bureau of Labor Statistics, 2 Massachusetts Ave NE pH COMP 7.72 pH
FH #7, 414 8th St SE pH COMP 7.73 pH
Sherwin Williams Paints, 1805 Wisconsin Ave NW pH COMP 7.71 pH
CVS Pharmacy, 4851 Massachusetts Ave NW pH COMP 7.72 pH
BP Gas Station, 2801 Alabama Ave SE pH COMP 7.69 pH
FH #15, 2101 14th St SE pH COMP 7.70 pH
Amidon Elementary School, 401 Eye St SW pH COMP 7.71 pH
Subway Restaurant, 406 1st St SE pH COMP 7.68 pH
Eddie Leonard Laundromat, 2107 Alabama Ave SE pH COMP 7.73 pH
Eastern High School, 1700 East Capitol St NE pH COMP 7.69 pH
Prego Italian Deli, 210 7th St SE pH COMP 7.71 pH
Ouley Hair Gallery, 1813 West Virginia Ave NE pH COMP 7.78 pH
DC Dragons Martial Arts, 1731 Rhode Island Ave NE pH COMP 7.75 pH
Dedicated Sampler, 3104 Georgia Ave NW pH COMP 7.78 pH
7-Eleven, 4443 Benning Rd NE pH COMP 7.67 pH
DC Dept of Human Services, 3851 Alabama Ave SE pH COMP 7.72 pH
McDonalds, 1635 Benning Rd NE pH COMP 7.69 pH
FH #29, 4811 MacArthur Blvd NW pH COMP 7.74 pH
McDonalds, 2228 New York Ave NE pH COMP 7.76 pH
FH #12, 2225 5th St. NE pH COMP 7.69 pH
FH #17, 1227 Monroe St NE pH COMP 7.67 pH



FH #26 & #15, 1340 Rhode Island Ave NE pH COMP 7.71 pH
McDonalds, 4950 South Dakota Ave NE pH COMP 7.74 pH
McDonalds, 7425 Georgia Ave NW pH COMP 7.72 pH
BP Gas Station, 5207 Nannie Helen Burroughs Ave NE pH COMP 7.79 pH
FH #27, 4201 Minnesota Ave NE pH COMP 7.76 pH
Excel Public Charter School, 2501 MLK Ave SE pH COMP 7.75 pH
Harbor Police Station, 550 Water St SW pH COMP 7.82 pH
Dept of Agriculture, 1400 Independence Ave SW pH COMP 7.82 pH
DC Fire & Emergency Medical Services, 1103 Half ST pH COMP 7.86 pH
Prego Italian Deli, 210 7th St SE pH COMP 7.87 pH
DC Dragons Martial Arts, 1731 Rhode Island Ave NE pH COMP 7.84 pH
Home Care Medical Supplies, 5002 1st St NW pH COMP 7.87 pH
Sharper Image Barber Shop, 5115 Georgia Ave NW pH COMP 7.88 pH
Dedicated Sampler, 3104 Georgia Ave NW pH COMP 7.86 pH
7-Eleven, 4443 Benning Rd NE pH COMP 7.85 pH
DC Dept of Human Services, 3851 Alabama Ave SE pH COMP 7.88 pH
McDonalds, 1635 Benning Rd NE pH COMP 7.86 pH
CVS Pharmacy, 3327 Connecticut Ave NW pH COMP 7.79 pH
FH #3, 439 New Jersey Ave NW pH COMP 7.71 pH
Dept of Agriculture, 1400 Independence Ave SW pH COMP 7.72 pH
South West Health Center, 850 Delaware Ave SW pH COMP 7.70 pH
DC Fire & Emergency Medical Services, 1103 Half ST pH COMP 7.73 pH
Ouley Hair Gallery, 1813 West Virginia Ave NE pH COMP 7.78 pH
Home Care Medical Supplies, 5002 1st St NW pH COMP 7.71 pH
Sharper Image Barber Shop, 5115 Georgia Ave NW pH COMP 7.73 pH
Dedicated Sampler, 3104 Georgia Ave NW pH COMP 7.72 pH
7-Eleven, 4443 Benning Rd NE pH COMP 7.71 pH
DC Dept of Human Services, 3851 Alabama Ave SE pH COMP 7.73 pH
McDonalds, 1635 Benning Rd NE pH COMP 7.73 pH
FH #29, 4811 MacArthur Blvd NW pH COMP 7.73 pH
Anne M. Goding Sch., 900 F St. NE pH COMP 7.71 pH
Bread for the City, 1525 7th St NW pH COMP 7.66 pH
FH #21, 1763 Lanier Pl NW pH COMP 7.73 pH
Golden Scissors, 3062 Mt. Pleasant St NW pH COMP 7.70 pH
FH #31, 4930 Connecticut Ave NW pH COMP 7.72 pH
Magruders Grocery, 5626 Connecticut Ave NW pH COMP 7.72 pH
National Archives Museum,700 Penn Ave NW pH COMP 7.73 pH
Quality Wash Laundromat, 3915 Dix St NE pH COMP 7.71 pH
CVS Pharmacy, 645 H St NE pH COMP 7.71 pH
Bureau of Labor Statistics, 2 Massachusetts Ave NE pH COMP 7.70 pH
McDonalds, 2228 New York Ave NE pH COMP 7.69 pH
FH #12, 2225 5th St. NE pH COMP 7.71 pH
FH #17, 1227 Monroe St NE pH COMP 7.76 pH
FH #26 & #15, 1340 Rhode Island Ave NE pH COMP 7.81 pH
McDonalds, 4950 South Dakota Ave NE pH COMP 7.82 pH



Midtown Barbershop, 120 Kennedy St NW pH COMP 7.74 pH
McDonalds, 7425 Georgia Ave NW pH COMP 7.81 pH
BP Gas Station, 5207 Nannie Helen Burroughs Ave NE pH COMP 7.73 pH
FH #27, 4201 Minnesota Ave NE pH COMP 7.67 pH
FH #23, 2119 G St NW pH COMP 7.75 pH
Tenley Minimarket, 4326 Wisconsin Ave NW pH COMP 7.71 pH
FH #22, 5760 Georgia Ave NW pH COMP 7.75 pH
Dept. of Interior, 1951 Constitution Ave NW pH COMP 7.78 pH
Subway Restaurant, 525 School St SW pH COMP 7.70 pH
Starbucks, 5185 MacArthur Blvd NW pH COMP 7.74 pH
CVS Pharmacy, 3327 Connecticut Ave NW pH COMP 7.79 pH
Excel Public Charter School, 2501 MLK Ave SE pH COMP 7.75 pH
Harbor Police Station, 550 Water St SW pH COMP 7.83 pH
South West Health Center, 850 Delaware Ave SW pH COMP 7.72 pH
DC Fire & Emergency Medical Services, 1103 Half ST pH COMP 7.89 pH
FH #21, 1763 Lanier Pl NW pH COMP 7.73 pH
Golden Scissors, 3062 Mt. Pleasant St NW pH COMP 7.72 pH
FH #31, 4930 Connecticut Ave NW pH COMP 7.74 pH
Magruders Grocery, 5626 Connecticut Ave NW pH COMP 7.70 pH
Quality Wash Laundromat, 3915 Dix St NE pH COMP 7.78 pH
FH #7, 414 8th St SE pH COMP 7.71 pH
Exxon Gas Station, 339 Pennsylvania Ave SE pH COMP 7.70 pH
CVS Pharmacy, 4851 Massachusetts Ave NW pH COMP 7.72 pH
FH #19, 2813 Pennsylvania Ave SE pH COMP 7.74 pH
BP Gas Station, 2801 Alabama Ave SE pH COMP 7.69 pH
FH #15, 2101 14th St SE pH COMP 7.78 pH
Amidon Elementary School, 401 Eye St SW pH COMP 7.70 pH
Subway Restaurant, 406 1st St SE pH COMP 7.65 pH
Eddie Leonard Laundromat, 2107 Alabama Ave SE pH COMP 7.69 pH



NumericResult ReportingUnits
7.84 pH
7.84 pH
7.76 pH
7.8 pH

7.82 pH
7.83 pH
7.82 pH
7.82 pH
7.84 pH
7.8 pH
7.8 pH

7.74 pH
7.76 pH
7.75 pH
7.81 pH
7.65 pH
7.71 pH
7.69 pH
7.77 pH
7.76 pH
7.78 pH
7.77 pH
7.78 pH
7.74 pH
7.79 pH
7.76 pH
7.74 pH
7.72 pH
7.78 pH
7.71 pH
7.73 pH
7.72 pH
7.72 pH
7.7 pH
7.7 pH

7.72 pH
7.71 pH
7.7 pH

7.72 pH
7.72 pH
7.79 pH
7.76 pH
7.79 pH
7.75 pH



7.76 pH
7.74 pH
7.79 pH
7.78 pH
7.75 pH
7.76 pH
7.79 pH
7.65 pH
7.8 pH

7.75 pH
7.76 pH
7.74 pH
7.79 pH
7.77 pH
7.75 pH
7.73 pH
7.75 pH
7.68 pH
7.77 pH
7.8 pH

7.78 pH
7.65 pH
7.79 pH
7.59 pH
7.75 pH
7.79 pH
7.58 pH
7.51 pH
7.54 pH
7.53 pH
7.58 pH
7.51 pH
7.57 pH
7.58 pH
7.56 pH
7.88 pH
7.82 pH
7.84 pH
7.88 pH
7.79 pH
7.88 pH
7.6 pH

7.62 pH
7.65 pH
7.58 pH



7.67 pH
7.67 pH
7.73 pH
7.72 pH
7.78 pH
7.78 pH
7.75 pH
7.77 pH
7.78 pH
7.77 pH
7.79 pH
7.76 pH
7.85 pH
7.88 pH
7.86 pH
7.83 pH
7.86 pH
7.88 pH
7.8 pH

7.85 pH
7.86 pH
7.83 pH
7.71 pH
7.61 pH
7.67 pH
7.76 pH
7.77 pH
7.79 pH
7.76 pH
7.79 pH
7.75 pH
7.76 pH
7.66 pH
7.65 pH
7.75 pH
7.76 pH
7.78 pH
7.79 pH
7.72 pH
7.79 pH
7.77 pH
7.88 pH
7.88 pH
7.87 pH
7.77 pH



7.86 pH
7.89 pH
7.87 pH
7.9 pH

7.76 pH
7.7 pH

7.69 pH
7.71 pH
7.75 pH
7.71 pH
7.7 pH

7.72 pH
7.74 pH
7.72 pH
7.78 pH
7.68 pH
7.75 pH
7.7 pH

7.68 pH
7.69 pH
7.62 pH
7.65 pH
7.71 pH
7.65 pH
7.72 pH
7.73 pH
7.71 pH
7.72 pH
7.69 pH
7.7 pH

7.71 pH
7.68 pH
7.73 pH
7.69 pH
7.71 pH
7.78 pH
7.75 pH
7.78 pH
7.67 pH
7.72 pH
7.69 pH
7.74 pH
7.76 pH
7.69 pH
7.67 pH



7.71 pH
7.74 pH
7.72 pH
7.79 pH
7.76 pH
7.75 pH
7.82 pH
7.82 pH
7.86 pH
7.87 pH
7.84 pH
7.87 pH
7.88 pH
7.86 pH
7.85 pH
7.88 pH
7.86 pH
7.79 pH
7.71 pH
7.72 pH
7.7 pH

7.73 pH
7.78 pH
7.71 pH
7.73 pH
7.72 pH
7.71 pH
7.73 pH
7.73 pH
7.73 pH
7.71 pH
7.66 pH
7.73 pH
7.7 pH

7.72 pH
7.72 pH
7.73 pH
7.71 pH
7.71 pH
7.7 pH

7.69 pH
7.71 pH
7.76 pH
7.81 pH
7.82 pH



7.74 pH
7.81 pH
7.73 pH
7.67 pH
7.75 pH
7.71 pH
7.75 pH
7.78 pH
7.7 pH

7.74 pH
7.79 pH
7.75 pH
7.83 pH
7.72 pH
7.89 pH
7.73 pH
7.72 pH
7.74 pH
7.7 pH

7.78 pH
7.71 pH
7.7 pH

7.72 pH
7.74 pH
7.69 pH
7.78 pH
7.7 pH

7.65 pH
7.69 pH


	pH

